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Executive Summary

This is a summary review of the inspectors' findings during this inspection.  However, it does not 
contain every detailed observation.  This is provided as an additional service to our client, and is 
presented in the form of a listing of the items which, in the opinion of your inspector, merit further 
attention, investigation, or improvement.  Some of these conditions are of such a nature as to require 
repair or modification by a skilled craftsman, technician, or specialist.  Others can be easily handled by 
a homeowner such as yourself.

Often, following the inspector's advice will result in improved performance and/or extended life of the 
component(s) in question.  In listing these items, your inspector is not offering any opinion as to who, 
among the parties to this transaction, should take responsibility for addressing any of these concerns.  
As with most of the facets of your transaction, we recommend consultation with your Real Estate 
Professional for further advice with regards to the following items:

Grounds
REAR OF HOME PROPERTY WALL CONDITIONS

s-45: Significant cracks were observed at the property wall. Repair recommend. Consult a mason 
for repairs.

https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=31E5356C-1153-4E33-BBC0-528785A40A1B&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=4EE4277D-F806-4D0A-9901-6F3FC642917D&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=F5A4E991-525D-45A9-B286-0CA4B1100C8B&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=C9C5DA68-16EB-4601-B705-1B5313E1273A&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020


Garage
GARAGE ELECTRICAL

s-50: All garage receptacles must be GFCI protected for occupant safety. Consult with a licensed 
electrician for installation.

Please use the link provided below for a complete cost guide to GFCI outlet installation.

GFCI outlet cost guide.

https://homeguide.com/costs/gfci-outlet-cost
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=D828F141-D38A-488E-8814-E1A70C952D14&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=F69000FE-DA27-43B4-AC08-30FA9212241E&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=BE209A3A-1E55-48DA-B5B0-40E32A647584&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=B00691BB-FCD3-4DAF-9BC5-F838355D407E&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=65CAEABB-D5BC-4ACA-BEAB-EFD772B35BD7&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020


GARAGE FIRE DOOR

s-51: A self-closing fire and smoke rated door is needed between the garage and habitable living 
space. Life safety concern. Consult a general contractor for installation.

s-52: The door between the garage and the habitable living space was missing a proper fire label. 
Thus the doors fire rating could not be determined.

https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=0A33981F-7511-49AA-B96F-5D82E9DD9602&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=DF0FA5CB-66F5-44CC-9815-443CA14AD5C2&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=A77DEDDB-9309-47A0-9BFE-2F6B05CB36D5&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020


Electrical Panel
COMMUNICATION UTILITY COMMUNICATION UTILITY

s-66: Missing intersystem bonding termination device. (IBT) Bonding of communication systems. A 
bonding termination device must be provided for communication systems in accordance with article 
250.94 A and B of the national electrical code. It is suggested that a "Licensed Electrical Contractor" be 
contacted for further evaluation and installation.

ELECTRIC UTILITY ELECTRIC UTILITY

s-68: All main electrical panels should have appropriate labeling so emergency responders can 
locate the emergency service disconnect. NEC 230.85 Service disconnects marked as follows: 
EMERGENCY DISCONNECT, SERVICE DISCONNECT

https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=FCE54A2A-DCE2-4868-8A06-708FD1FD2095&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=521FFAEF-4989-4C45-9D76-F0E8DEC4078C&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=74580821-CF6A-431C-9FD7-DED252A07526&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020


MAIN ELECTRICAL PANEL GENERAL CONDITION

s-72: There was no surge protection provided. Article 230.67 of the 2020 National Electrical 
Code® (NEC) now requires all services supplying dwelling units to be provided with a surge protective 
device (SPD), as an integral part of equipment or located immediately adjacent. The SPD must be a 
Type 1 or Type 2 SPD.
 It is suggested that a "Licensed Electrical Contractor" be contacted for further evaluation and 
installation.

https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=AA8A23AF-6107-4715-9E7C-1862F18B24BA&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020


MAIN ELECTRICAL PANEL AFCI CIRCUIT BREAKERS

s-76: In 2020 the National Electrical Code (NEC) required that all 120v 15 and 20 amp branch 
circuits feeding convenience outlets and devices be protected by an AFCI circuit breaker. Including but 
not limited to kitchen, family rooms, dining room, living room, parlors, libraries, dens, bedrooms, Sun 
rooms and patios, recreation rooms, closets, hallways, laundry areas and or similar rooms. The 
National Fire Protection Authority (NFPA) recognizes that AFCI circuit breaker's can greatly reduce the 
risk of fire at receptacles throughout the dwelling caused by arc fault conditions. It is for that reason we 
at California Inspection Authority recommend the client consult with a licensed electrical contractor for 
installation of such safety devices.

Hot Water Heater(s)
WATER HEATER(S) GENERAL CONDITION

s-96: The hot water heater temperature exceeded 120°. While this temperature may be tolerable to 
most individuals. Anything over 120° could be considered scolding. We recommend the hot water 
heater temperature be lowered to a nominal safe level.

https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=DC7CE6D2-D56B-420C-AC21-7D6950204037&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=23532510-CFA8-4320-863F-4C2C31695640&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=CC7C21BE-8AC5-4999-B95E-8B1A4621F78B&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020


WATER HEATER(S) SEISMIC STRAPS

s-103: Hot water heater seismic straps were not installed according to manufacturers guidelines. 
The hot water heater moves about freely. Consult with a plumbing contractor for proper blocking and 
bracing.

https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=0B686F0B-BC27-469E-9D19-5D393DCF2E3B&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=6CD87A5D-4D7F-47BD-B1A2-15B80F4CD87D&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=B4D81E27-45D2-4E3E-8E24-16F688C5C64E&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020


Heating - Air
HEATING SYSTEM HEATING SYSTEM CONDITION

s-109: Because of the close proximity to the return air register. It is strongly recommended that the 
door to the heating system be properly sealed. This will prevent air scavenging from the furnace closet.

HEATING SYSTEM DISTRIBUTION CONDITIONS

s-116: Asbestos like materials were noted at register heads. These materials were commonly used 
during the time of construction. It is highly recommended that the air distribution lines be tested for 
asbestos content prior to the close of escrow. Client should consider the cost of upgrades. Consult with 
a licensed HVAC contractor for full evaluation and cost of encapsulation or other resolution.

https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=CB1BA347-BA9F-472F-B983-8103E253B58D&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=1438413E-3C29-4AF0-B068-84714A251EB1&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=AD2E5D7E-0115-4781-9DA9-FFB3FA816DBB&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020


Fireplace(s)
FIREPLACE DETECTORS

s-135: Combination/smoke and carbon monoxide detectors are recommended in rooms that have 
installed fireplaces. Detectors will function as an early warning device in the event of a fireplace with 
drafting issues.

https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=39D896EE-0739-4950-8CE7-19298BB2D029&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020


FIREPLACE GENERAL CONDITIONS

s-136: Signs of alterations were made at the fireplace opening. The fireplace should not be used 
until a level two evaluation of the firebox has been made. Numerous hairline cracks were noted in the 
firebox. Fire and light safety concern.

https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=01FC23BD-D586-40A7-9198-560B25265EBE&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=EC61D662-E39F-4296-BBBE-0ADB83754616&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=6D483CFC-F1EB-4653-9910-9170416C8FBF&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=14B1FC4F-8FDB-46E4-8358-0135161440AD&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020


Kitchen
ELECTRICAL CONDITIONS ELECTRICAL CONDITIONS

s-142: IF" receptacles are installed to serve an island or peninsular countertop or work surface, 
they must be installed in accordance with the rules in Section 210.52(C)(3) below:

Installed on or above the countertop or work surface, but not higher than 20 inches above the 
countertop or work surface. Installed in a countertop using receptacle assemblies listed for use in 
countertops.

https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=F743E323-C83E-4A32-B3AB-AC94D4C5F1B5&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=86D4C3B7-BD12-4ECA-AE18-48B8EFD17EE8&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=04E43ABB-825E-4166-AEEC-6CBBB421E09D&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020


Bathroom
Bath #1
BATHROOM #1 TUB AND SHOWERS

s-176: Shower was functional. It should be noted that during the testing of the shower water was 
splashing onto the flooring outside of the shower enclosure. This poses a slip and fall hazard. A shower 
door is recommended. Drain assembly cover did not flush within the shower. This is a safety hazard for 
tender feet.

https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=250297D2-DCEC-4197-BC86-701D46D4CD8E&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=114DA7D4-9CCB-4CAA-A377-7546810E77D1&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=4CE20D9E-266E-43F0-9C8C-DEBCAB93D1F2&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=2B3907FE-53B7-4892-8395-28956BC33E7C&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020
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https://www.spectacularapp.com/Inspectacular/PhotoViewer.aspx?cid=45CE9AF7-3B09-4B77-8EC4-B8BAA9958807&imid=4762B47D-E7AA-4193-A35B-0048CBAD9FF4&iid=72c7b715-6f4f-41ec-9890-2fbe4abbaa13&l=CIA2020


Wednesday, December 27, 2023
Sample Report

Lynridge Dr
Yorba Linda, California 92886

Dear Sample Report,

We have enclosed the report for the property inspection we conducted for you on Wednesday, 
December 27, 2023 at:

Lynridge Dr
Yorba Linda, California 92886

Our report is designed to be clear, easy to understand, and helpful. Please take the time to 
review it carefully. If there is anything you would like us to explain, or if there is other information 
you would like, please feel free to call us. We would be happy to answer any questions you may 
have.

Throughout the report, you'll find special symbols at the front of certain comments. Below are the 
symbols and their meanings:

 =  Dangerous condition that should be corrected as soon as possible.

 =  Items requiring repair. Client is encouraged to get repair cost estimates prior to the close of 
escrow. 

 =  Potentially serious issue that should be addressed.

 =  Maintenance needed.

We thank you for the opportunity to be of service to you.

Sincerely,

Inspector, David Salvato
California Inspection Authority INC.
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Introduction

We have inspected the major structural components and mechanical systems for signs of significant 
non- performance, excessive or unusual wear and general state of repair.  The following report is an 
overview of the conditions observed.

In the report, there may be specific references to areas and items that were inaccessible. We can make 
no representations regarding conditions that may be present but were concealed or inaccessible for 
review. With access and an opportunity for inspection, reportable conditions may be discovered. 
Inspection of the inaccessible areas will be performed upon arrangement and at additional cost after 
access is provided.

We do not review plans, permits, recall lists, and/or government or local municipality documents. 
Information regarding recalled appliances, fixtures and any other items in this property can be found on 
the Consumer Product Safety website. These items may be present but are not reviewed.

Our recommendations are not intended as criticisms of the building, but as professional opinions 
regarding conditions present. As a courtesy, the inspector may list items that they feel have priority in 
the Executive Summary portion of the report. Although the items listed in this section may be of higher 
priority in the opinion of the inspector, it is ultimately the client's responsibility to review the entire report. 
If the client has questions regarding any of the items listed, please contact the inspector for further 
consultation.

Lower priority conditions contained in the body of the report that are neglected may become higher 
priority conditions. Do not equate low cost with low priority. Cost should not be the primary motivation 
for performing repairs. All repair and upgrade recommendations are important and need attention.

This report is a "snapshot" of the property on the date of the inspection. The structure and all related 
components will continue to deteriorate/wear out with time and may not be in the same condition at the 
close of escrow.

Anywhere in the report that the inspector recommends further review, it is strongly recommended that 
this be done PRIOR TO THE CLOSE OF ESCROW. This report is not intended for use by anyone other 
than the client named herein. No other persons should rely upon the information in this report. Client 
agrees to indemnify, defend and hold inspector harmless from any third party claims arising out of 
client's unauthorized distribution of the inspection report.

By accepting this inspection report, you acknowledge that you have reviewed and are in agreement with 
all of the terms contained in the standard  contract provided by the inspector who prepared this report.



Report Information

Attention all parties. Based on our education and experience in dealing with repairs that may arise 
during the home inspection process it is highly recommended that all repairs regarding health and 
safety written in this document be re-inspected to ensure repairs were done in a workmanship like 
manner. Having all repairs performed on the property inspected by a certified home inspector is highly 
recommended to protect your interests and is considered part of your due diligence.
Re-inspection fee $249.

Additionally, all renovations and works of improvement require permits in the state of California. These 
permits help to ensure quality workmanship. And that the work was done according to local codes and 
ordinances. It is the buyers responsibility to determine if any and all permits have been pulled and 
finalized by the local authority having jurisdiction. Client is encouraged to consult with the local building 
Authority, regarding any and all required permits prior to the close of escrow. Client must do their own 
due diligence as it pertains to any and all permits.

GENERAL WEATHER CONDITIONS WEATHER CONDITIONS
1: Clear and dry. No significant rain in the past three days.

GENERAL WEATHER CONDITIONS OUTSIDE TEMPERATURE
2: Mid 70s

RESIDENT DETAILS APPROXIMATE YEAR BUILT
3: Approximate year 1966.

RESIDENT DETAILS NUMBER OF BEDROOM
4: 4 bedroom.

RESIDENT DETAILS NUMBER OF BATHS
5: 2 bathrooms.

RESIDENT DETAILS APPROXIMATE SQUARE FOOTAGE
6: Approximate square footage 2298.

RESIDENT DETAILS OCCUPANCY INFORMATION

7: The home was occupied on the day of inspection. Thus making it difficult to visually inspect all of 
the areas and surfaces for defects and deficiencies. Furniture and personal items are not disturbed 
during this visual inspection. When the home is vacated, areas below sinks and inside of cabinets may 
have damage that was not previously reported because of personal items and or chemicals. 
Additionally, walls and floors may have defects or deficiencies not reported that were previously hidden 
from view. Client should take note and discuss these issues during the final walk-through.

RESIDENT DETAILS WAS THE BUYER PRESENT
8: The buyer arrived at the beginning of the inspection.

RESIDENT DETAILS WAS THE REALTOR PRESENT
9: The realtor was present for the inspection.



Roofing

Although not required to, we generally attempt to evaluate various roof types by walking on their 
surfaces. If we are unable or unwilling to do this for safety reason or possible physical damage to the 
roofing system, we will indicate the method used to evaluate them. Every roof will wear differently 
relative to its age, number of layers, quality of material, method of application, exposure to weather 
conditions, and the regularity of its maintenance. We can only offer an opinion of the general quality and 
condition of the roofing material.
The inspector cannot and does not offer an opinion or warranty as to whether the roof leaks or may be 
subject to future leakage. The waterproof membrane beneath roofing materials is generally concealed 
and cannot be examined without removing the roof material. Although roof condition can be evaluated, 
it is virtually impossible for anyone to detect a leak except as it is occurring or by specific water tests, 
which are beyond the scope of our service. Even water stains on ceilings or on framing within attics will 
not necessarily confirm an active leak without some corroborative evidence, and such evidence can be 
deliberately concealed.                                                                                                                                                
We evaluate every roof conscientiously, and even attempt to approximate its age, but we will not predict 
its remaining life expectancy, or guarantee that it will not leak. Naturally, the sellers or the occupants of 
a residence will generally have the most intimate knowledge of the roof and of its history. Therefore, we 
recommend that you ask the sellers about it, and that you either include comprehensive roof coverage 
in your home insurance policy, or that you obtain a roof certification from an established local roofing 
company. We do not inspect attached accessories including by not limited to solar systems, antennae, 
and lightning arrestors.

ROOF METHOD OF INSPECTION
10: The roof was evaluated using a drone.

ROOF NUMBER OF LAYERS
11: Single layer roof system.



ROOF GENERAL CONDITION

12: Roofing tiles have been painted. Therefore, the actual condition of the tiles cannot be 
determined. Numerous broken roof tiles were noted. This is caused by foot traffic. The roof is subject to 
future leaks due to the quantity of broken roof tiles noted. Complete roof replacement recommended. 
There were no visible signs of leaks on the day of inspection.
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13: Broken roof tiles continued.
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ROOF UNDERLAYMENT
14: 30 pound underlayment was used for the roof system. 30 pound felt has a life expectancy of 30 
years from the date of installation.
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ROOF DECKING
15: Approximately 40% of the roof deck was visible from the attic areas. There was no damage to the 
roof deck in the visible areas.
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